
-/30/30 Fire door Steel Stud Wall
Jamb Flat to suit Architraves

Frame Material 
30mm Timber (Pine or any  species)

Tolerances
Door frame to timber stud 10mm max
Leaf to door frame 4mm max
Leaf to finished floor 10mm max
Leaf to face of stop (before seal fitted) 5mm (smoke seal 

fitted after painting)

Fixing
Nail or screw fix using 100mm long nails or 8g x 75mm 
screws adjacent to hinge points and at head

Fixings concealed by planted door stop
Fill wedging gap with Hilti CP606 or equivalent sealant 

Hilti CP606 sealant or equivalent

40 x 18 Stop with
Smoke Seal
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-/30/30 Fire Door

30 mm

Architrave 10mm
Material : Pine

Timber Stud line
opening 3 sides

92mm Steel Stud
screwed to timber


